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EXIST. 6" CAST IRON WATER

EXIST. 2" WATER METER

EXIST. FIRE
HYDRANT

EXIST. FIRE
HYDRANT

EXIST. 6" PVC WATER

EXIST. 2" WATER SERVICE

EXIST. SSMH

INSTALL 1,500 GALLON GREASE
TRAP AND SAMPLING MANHOLE

PER DETAIL 2/C-200

INSTALL 4" FIRE WATER LINE

EXIST. SS LATERAL. ACTUAL
SIZE & LOCATION UNKNOWN.
CONTRACTOR TO FIELD VERIFY

EX
IS

T.
 6"
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AN
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AR
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SE

W
ER

EXIST. SS LATERAL. ACTUAL
SIZE & LOCATION UNKNOWN.
CONTRACTOR TO FIELD VERIFY

EXIST. SS LATERAL. ACTUAL SIZE AND
LOCATION UNKNOWN. CONTRACTOR
TO FIELD VERIFY

EXIST. 6" SANITARY SEWER

INSTALL 6"X6"X4" TEE
W/ THRUST BLOCK

INSTALL 6" TEE W/
THRUST BLOCK

INSTALL 6"X6"X4" TEE
W/ THRUST BLOCK

INSTALL 90° BEND
W/ THRUST BLOCK

INSTALL 6" FIRE WATER LINE

INSTALL 6" FIRE LINE

INSTALL 4" 90° BEND
W/ THRUST BLOCKINSTALL 6" 90° BEND W/

THRUST BLOCK

INSTALL 6" TEE W/
THRUST BLOCK

NEW 2" TAP ON
EXISTING WATER LINE

PER DETAIL 1/C-200

EXIST. CURB & GUTTER

EXIST. CURB & GUTTER EXIST. CURB & GUTTER

EX
IS

T.
 C

UR
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& 
GU

TT
ER

INSTALL 2" WATER SERVICE

INSTALL 2" WATER SERVICE

INSTALL 2" WATER
SERVICE

INSTALL 2" WATER
SERVICE

INSTALL 1.5"
WATER SERVICE

INSTALL 1.5"
WATER SERVICE

INSTALL 4" FIRE LINE

INSTALL 4" FIRE WATER LINE

INSTALL 4"
SANITARY SEWER

NORTH      298.61'SOUTH      298.61'

EAST      299.78'
WEST      298.61'N 90°00'00" E      298.61'

INSTALL 2" METER

INSTALL 2" WATER LINE

4895 SOUTH STREET

INSTALL 2" WATER
SERVICE

INSTALL 2" WATER SERVICE

CONNECT TO EXIST. 2"
WATER.  CONTRACTOR TO
FIELD VERIFY LOCATION

INSTALL 90° BEND
W/ THRUST BLOCK

INSTALL 6"X4" REDUCER

INSTALL 4" FIRE WATER LINE

INSTALL 4" FIRE WATER LINE

INSTALL FIRELINE BOX
PER DETAIL 3/C-200

INSTALL FIRELINE BOX
PER DETAIL 3/C-200

INSTALL 6" TEE W/
THRUST BLOCK

INSTALL 6" TEE W/
THRUST BLOCK

INSTALL FIRE
HYDRANT

INSTALL FIRE
HYDRANT

INSTALL 4" FIRE WATER LINE

INSTALL 6"X4" REDUCER

INSTALL 4" FIRE LINE

INSTALL 6"X6"X4" TEE
W/ THRUST BLOCK
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UTILITY PLAN

D. JENKINS

M. BUDGE

2/13/17

1. LOCATIONS OF EXISTING UTILITIES ARE APPROXIMATE.  CONTRACTOR SHALL FIELD VERIFY
ALL UTILITY LOCATIONS.

2. DRAWING IS APPROXIMATE AND NOT DRAWN TO SCALE.

3. ALL WORK TO COMPLY WITH THE GOVERNING AGENCY'S STANDARDS AND SPECIFICATIONS.

4. EXISTING UNDERGROUND UTILITIES AND IMPROVEMENTS ARE SHOWN IN THEIR APPROXIMATE
LOCATIONS BASED UPON RECORD INFORMATION AVAILABLE AT THE TIME OF PREPARATION
OF THESE PLANS.  LOCATIONS MAY NOT HAVE BEEN VERIFIED IN THE FIELD AND NO
GUARANTEE IS MADE AS TO THE ACCURACY OR COMPLETENESS OF THE INFORMATION
SHOWN.  IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO DETERMINE THE
EXISTENCE AND LOCATION OF THE UTILITIES SHOWN ON THESE PLANS OR INDICATED IN THE
FIELD BY LOCATING SERVICES.  ANY ADDITIONAL COSTS INCURRED AS A RESULT OF THE
CONTRACTOR'S FAILURE TO VERIFY THE LOCATIONS OF EXISTING UTILITIES PRIOR TO THE
BEGINNING OF CONSTRUCTION IN THEIR VICINITY SHALL BE BORNE BY THE CONTRACTOR AND
ASSUMED INCLUDED IN THE CONTRACT.  THE CONTRACTOR IS TO VERIFY ALL CONNECTION
POINTS WITH THE EXISTING UTILITIES.  THE CONTRACTOR IS RESPONSIBLE FOR ANY DAMAGE
CAUSED TO THE EXISTING UTILITIES AND UTILITY STRUCTURES THAT ARE TO REMAIN.  IF
CONFLICTS WITH EXISTING UTILITIES OCCUR, THE CONTRACTOR SHALL NOTIFY THE
ENGINEER PRIOR TO CONSTRUCTION TO DETERMINE IF ANY FIELD ADJUSTMENTS SHOULD BE
MADE.

5. ALL SANITARY SEWER INFRASTRUCTURE TO BE INSTALLED PER COTTONWOOD IMPROVEMENT
DISTRICT STANDARD PLANS AND SPECIFICATIONS.

6. ALL WATER INFRASTRUCTURE TO BE INSTALLED PER JORDAN VALLEY WATER CONSERVANCY
DISTRICT STANDARD PLANS AND SPECIFICATIONS.

6. DEFLECT OR LOOP ALL WATERLINES TO AVOID CONFLICTS WITH OTHER UTILITIES PER
GOVERNING AGENCY'S STANDARDS AND SPECIFICATIONS.

7. PROJECT SHALL COMPLY WITH ALL UTAH DIVISION OF DRINKING WATER RULES AND
REGULATIONS INCLUDING, BUT NOT LIMITED TO, THOSE PERTAINING TO BACKFLOW
PROTECTION AND CROSS CONNECTION PREVENTION.

8. THE CONTRACTOR IS TO COORDINATE ALL UTILITIES WITH MECHANICAL/PLUMBING PLANS.

9. NOTIFY ENGINEER OF ANY DISCREPANCIES IN DESIGN OR STAKING BEFORE PLACING UTILITY
STRUCTURES OR PIPES.

10. THE CONTRACTOR SHALL ADJUST TO GRADE ALL EXISTING UTILITIES AS NEEDED PER LOCAL
GOVERNING AGENCY'S STANDARDS AND SPECIFICATIONS.

11. THE CONTRACTOR IS TO PROTECT AND PRESERVE ALL EXISTING IMPROVEMENTS, UTILITIES,
AND SIGNS, ETC. UNLESS OTHERWISE NOTED ON THESE PLANS.

GENERAL NOTES
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1
NO. DATE REVISION BY
1

3
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2

4

6

8

01/20/2017 WATER LINE CHANGES MSB
2/13/2017 WATER/SEWER CHANGES MSB

2/13/2017
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