
BUILDING 'F'

REMODELED

REFL. CLG. PLAN

A2 6B

NOTES:

1. ALL EXISTING CEILINGS TO BE REMOVED, ALONG WITH ALL

LIGHT FIXTURES, CEILING GRILLES, ETC.- NEW CEILING

ELEVATION TO BE APPROXIMATELY 10'-4" ABOVE FINISH

FLOOR

2. ALL NEW CEILINGS TO BE PAINTED/TEXTURED 

5

8

" GYP. BD.,

SCREWED TO BOTTOM OF EXISTING ROOF TRUSSES;.

3. COORDINATE LOCATION OF NEW ROOF ACCESS OPENING

WITH POSITION OF EXISTING ROOF TRUSSES;

4. EXISTING EXPOSED GLU-LAM BEAM TO BE PREPPED AND

PAINTED, OR STAINED.

HATCHED AREAS REPRESENT

12" DEEP X 3'-0" WIDE DROPPED

CEILINGS FOR PLUMBING LINES

AT CEILING

SEE SHEET A8.1 FOR

ROOF ACCESS

LADDER & ATTIC

ACCESS DETAILS

& NOTES


